


|]|][[]\IHIS

Equipment Ratings:

The electric catalytic oxidizer creates a hazardous (classified) location. When installed in an adequately
ventilated area, the interior of the heat exchanger is defined as a Class |, Division 1, Group D location with
an area extending 18 inches radially from the heat exchanger and 18 inches above the ground over a 20
foot radius defined as Class I, Division 2, Group D.

The Blower package is explosionproof for Class I, Division 1, Group D, T2C.

The Vapor Control Valve is Nonincendive for Class |, Division 2, Group D, T3C

Approved for:

Falmouth Products, Inc.
Falmouth, MA 02541
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<M/\Anurnvals

This certifies that the equipment described has been found to comply with the following
FM Approval Standards and other documents:

Class 3600 1998
Class 3611 1999
Class 3615 1989
Class 3810 1989
Original Project ID: 1Z4A3.AE FM Approval Granted: June 12, 1996

Subsequent Revision Reports / Date FM Approval Amended

Report Number  Date Report Number Date
3015687 May 6, 2003

FM Global Technologies LLC

7// / /‘/'\"’"_ S 17,2003

Nicholas P. Ludlam - Date
Technical Team Manager
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